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WEEPS @ 24" O.C.

DRAINAGE MATERIAL

METAL FLASHING

BRICK VENEER

2" RIGID INSULATION

AIR BARRIER - LAP
OVER FLASHING

SHELF ANGLE -
SEE STRUCT.

1/4" COMPRESSIBLE
FILLER

LEVEL 2
14' - 0"

0.9

OUTER CLOSURE
STRIP BY MTL
BLDG MFR

6"

15' 9"

VAPOR BARRIER

COVER BOARD

ROOFING MEMBRANE -
WRAP UNDER FLASHING

P.T. WOOD BLOCKING

METAL FLASHING

SHEATHING

LEVEL 2
14' - 0"

AA

ROOF BY MTL BLDG MFR

CONT. SEALANT @ TOP OF
METAL FLASHING

STEPPED METAL
FLASHING & END DAMS
(2" MIN.)

CLOSURE STRIP

REMOVE EXISTING BRICK &
INSTALL NEW FLASHING &
WEEPS @ 24" O.C.

MECHANICALLY FASTEN
FLASHING @ EXISTING MTL
STUDS THRU EXISTING GYP
SHEATHING

FACTORY INSTALLED
FOAMFILLER

SHEETING SCREW

ROOF PANEL

LOW SIDE WALL PANEL

OUTER CLOSURE STRIP

1'
-0

 1
/2

"

ALUM. GUTTER 6" DEEP

PARAPET HEIGHT

2"

EAVE FLASHING

11' 5"

MTL FURRING W/ 5/8" GWB

LAP SEAM FLASHING
COMPATIBLE W/
EXISTING ROOF

LEVEL 1
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636-201

BLDG 1

EXPAND BLDG. 1 FOR PACT

AMBULATORY CARE, RADIOLOGY

ICVA HEALTH CARE SYSTEM
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CONSTRUCTION DOCUMENTS RD

SECTION DETAILS

1-A27

 1 1/2" = 1'-0"
3

ROOF EXPANSION JOINT COVER

 1 1/2" = 1'-0"
4

MEMBRANE FLASHING AT EXISTING EXTERIOR WALL

 1 1/2" = 1'-0"
10

TYPICAL METAL COPING

5" EFIS

BRAKE METAL CLOSURE

2" SPRAY FOAM INSULATION

ROOFING MEMBRANE -
WRAP UNDER FLASHING

6" METAL STUDS

SHEATHING

P.T. WOOD BLOCKING

2" EXPANSION JOINT COVER

P.T. WOOD BLOCKING

WRAP ROOFING MEMBRANE UNDER
METAL FLASHING

METAL FLASHING

NEW MEMBRANE FLASHING -
TIE INTO EXISTING ROOFING

EXISTING STRUCTURE

6" METAL STUDS & BATT INSUL

SHEATHING

2" EXPANSION JOINT COVER

P.T. WOOD BLOCKING

WRAP ROOFING MEMBRANE
UNDER METAL FLASHING

METAL FLASHING

REGLET FLASHING & END DAM

 1 1/2" = 1'-0"
8

AIR INTAKE LOUVER HEAD
 1 1/2" = 1'-0"

9
METAL GRATE WALKWAY IN CHASE

 1 1/2" = 1'-0"
2

TYPICAL ROOF DRAIN DETAIL

 1 1/2" = 1'-0"
12

TYPICAL COLUMN SPLICE DETAIL

EXPANSION JOINT COVER

WRAP ROOFING
MEMBRANE OVER
COLUMN EXTENSIONS

4" RIGID INSULATION

CONCRETE COLUMN
EXTENSION - RE: STRUCT.

EXISTING CONRETE
STRUCTURE

FIRE RATED EXPANSION
JOINT COVER

NEW CONCRETE
STRUCTURE

2" RIGID INSULATION MIN.

ROOFING MEMBRANE - WRAP INTO DRAINS

OVERFLOW COLLAR

ROOF DRAIN

TAPERED INSULATION -
SLOPE @ 1/4" PER FOOT

BAR GRATE FLOORING

STEEL ANGLE

STEEL GUARDRAIL PIPE
ATTACHMENT

ROOFING MEMBRANE -
WRAP UNDER COPING

2" RIGID INSULATION

REINFORCING MESH AND
STUCCO FINISH - WRAP MESH
UNDER COPING

SHEATHING

ALUM. LOUVER

TUBE STEEL RE: STRUCT.

P.T. BLOCKING

METAL FLASHING

AIR BARRIER - WRAP AROUND
BLOCKING TO MEET ROOFING
MEMBRANE

BACKER ROD AND SEALANT

 1 1/2" = 1'-0"
11

PARAPET AT LOUVERED PENTHOUSE

BRICK VENEER

2" RIGID INSULATION

ROOFING MEMBRANE -
WRAP UNDER COPING

SHEATHING

P.T. WOOD BLOCKING

AIR BARRIER - WRAP
AROUND BLOCKING TO
MEET ROOFING MEMBRANE

BACKER ROD AND
SEALANT

WATERPROOF MEMBRANE -
WRAP AROUND INTERIOR OF
LOUVERED PENTHOUSE

 1 1/2" = 1'-0"
14

FLASHING DETAIL AT BASE OF BRICK

REMOVE EXISTING BRICK AND
SILL AS NECESSARY FOR
INSTALLATION OF FLASHING

WEEPS @ 24" O.C.

DRAINAGE MATERIAL

METAL FLASHING

BRICK VENEER

2" RIGID INSULATION

AIR BARRIER
BRICK TIES @ 24"
O.C. HORIZ. & VERT.

2" SPRAY FOAM
INSULATION

 1 1/2" = 1'-0"
15

AIR INTAKE LOUVER SILL

 1 1/2" = 1'-0"
16

SCUPPER IN EFIS WALL

ROOFING MEMBRANE - WRAP
UNDER COPING (BEYOND) AND
BOND OVER SCUPPER

REINFORCING MESH AND STUCCO
FINISH - WRAP MESH UNDER
SCUPPER

CEMENT BOARD WITH TAPED
JOINTS AND WATER RESISTANT
STUCCO FINISH

TUBE STEEL RE: STRUCT.

P.T. BLOCKING

METAL COUNTER FLASHING

METAL SCUPPER

ROOFING
MEMBRANE - WRAP
UNDER FLASHING

EFIS SYSTEM

FLASHING & SEALANT

ALUM. LOUVER RE: MECH

6" METAL STUDS

P.T. BLOCKING

METAL FLASHING

METAL
FLASHING -
TURN BACK
EDGE UP
AGAINST
LOUVER FRAME

CEMENT BOARD WITH
TAPED JOINTS AND WATER
RESISTANT STUCCO FINISH

CEMENT BOARD WITH TAPED
JOINTS AND WATER
RESISTANT STUCCO FINISH

END DAM FLASHING
BEYOND

AIR BARRIER

TUBE STEEL - RE:STRUCT.

 1 1/2" = 1'-0"
13

TYPICAL SHELF ANGLE

 1 1/2" = 1'-0"
6

NORTH ATRIUM SECTION
 1 1/2" = 1'-0"

1
SECTION @ METAL BUILDING STRUCTURE

 1 1/2" = 1'-0"
5

SECTION @ ROOF TRANSITION

TUBE STEEL RE: STRUCT.

SEAL RATED PARTITION
TO STRUCTURE

COVER BOARD

VAPOR BARRIER

COVER BOARD

VAPOR BARRIER

VAPOR BARRIER

VAPOR BARRIER

 1 1/2" = 1'-0"
7

TRANSITION THROUGH EXPANSION JOINT

NEW WEEPS 24" O.C. (TYP.)

MECHANICALLY FASTEN
FLASHING AT EXISTING
BLOCKING THROUGH EXISTING
GYP SHEATHING

REINSTALL 6" BAND OF RIGID
INSULATION

CONT. SEALANT AT TOP OF
METAL FLASHING

2-HR SHAFT ASSEMBLY TO
PROTECT FUTURE BLDG EXTERIOR

GALVANIZED ALUMINUM
SHEET

FLASHING
& SEALANT

GALVANIZED
ALUMINUM
SHEET

FACE OF COPING BEYOND


